
 

Mi SNMP Monitor 2019 

Mi-SNMP Monitor 2019 for Windows is a free software application from Micro 

Instruments for our customers to monitor all our devices supporting SNMP over 

Ethernet. 

The software application monitors all Mi products with SNMP with all SNMP settings 

pre-configured for our devices for fast setup of the software. 

The software also support a ping (ICMP) function for all other products on the 

network to indicate the online/offline status of the product. 

The software application sends alarms and alerts via email to users configured in the 

email list 

User adjustable minimum and maximum values for specific parameters measured 

will create alerts and emails to the user. 

A graphing system is implemented to give visual representation of measured 

parameters like Charge current, Load current, Battery voltage and temperature. 

Dashboard: Home screen 
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Select the “SETTINGS” button 

SNMP Polling interval to the device can be setup here, SNMP retries and ping 

timeouts and retries can be configured here. 

Specify the graphing in hours – after the time in hours elapsed the first data will be 

overwritten to always keep a graph of the hours specified. 

Complete the email settings and select save settings. 

 

    

 

 

 

 

 

 

 



 

Add Device: Select the “Manage” button, the user have to create a “Site” first by 

selecting the “Add new site” button. Select the edit symbol in the site name bar and 

re-name the site and select the save button. At the bottom of the window select the 

“Add new device” tab. 

Select the site name, add the product to the site by selecting the correct product 

from the drop down list. 

Once the product is selected all the necessary settings for the product is opened 

below, complete all the settings in the fields. 

IP address should be added and then the user can specify all the alert functions to 

alert only in the software, or alert in software and email or no alerts for a specific 

parameter. 

Complete all other battery voltage settings and temperature settings and select “Add 

Device” 
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Select the home “Sites and devices” button 

The site created will be visible and by clicking on the site will reveal the products 

added to the site. 

Selecting the device under the site will open the display window for the device and 

the graph for the device will be visible. 

 

 

Selecting the “View device LOG” button will open the log file for the device with 

errors with date and time stamp. 

At the bottom of the graph window the user can select the “Tips” button to get tips on 

how to operate the graph , Graph data can be exported to a CSV file by selecting the 

“Export CSV” file button. 
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After closing the graph window with the close button the Main monitoring screen will 

be displayed. 

The user can use the program minimised on the screen or click on the top right hand 

side enlarge button on the screen to display the Main monitoring screen. 

The Main screen was designed to be visible from a distance with information about 

online, offline devices and devices with alerts for easy reading. 

 

  

Download free from: 

https://microinstruments.co.za/downloads 

To report bugs and errors please email us:  

support@microinstruments.co.za 
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